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Referenee: FPlan 627 .-CH-3 Pipe Support Details.

Details for diagonal braces for Type V su poris on referenced
plan has notat on that erd support shell be € x 10,

The standard bracing is 8 x € and when materisl was shipped the
above notation was probably not noted. 'here are no 6 x 10 in lenghts
required on this etell. I nave suthorized using 8 x &, If this ie
not satisfactory, thes. sunuorts can be repls:ed 1f and when 6 x 10
are received,

Request appreval ¢ actiom taker and advise if supports should
be replaced with sires &s specifiec,

1BM/meh signed: 1. B, McDaniel
Asst, Resident Engineer
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